
171318-01-01 
November 17, 2008 

Sharon Demeo 
US Environmental Protection Agency- Region 1 
1 Congress Street Suite 1100 
Mail Code: CMP 
Boston, MA 02114-2023 

David Howland, Regional Engineer 
Saadi Motamedi 
Massachusetts Department of Environmental Protection 
436 Dwight Street 
Springfield, MA 01103 

Re: Mt. Tom Generating Company, LLC 
Mt. Tom Station 
NPDES Permit MA0005339 
Supplemental Information 
Permit Renewal Application Date June 10, 1997 

Dear Ms. Demeo: 

On behalf of Mt. Tom Generating Company, LLC (Mt. Tom), we are providing supnlc.m~oni-::. 
Information to the NPDES Permit Renewal Application previously submitted June 10, 
The supplemental information primarily addresses redirection of currently pe 
discharge flows from one outfall to another. No modifications to existing discharge 
limitations are needed with respect to the supplemental information contained herein. 

Mt. Tom Generating Company, LLC is currently under Administrative Consent Order wi 
Massachusetts Department of Environmental Protection to complete construction air 
emission controls for emissions of mercury and sulfur dioxide from the Mt. Tom Stati n by 
October 2009. This includes construction of a Turbosorp System which uses dry hyd 
lime to facilitate the removal of mercury and ash from the air emissions associated 
combustion. The attached drawings provide an isometric view of the new Tu 
equipment and an overview of proposed stormwater and wastewater piping modi 
for the Turbosorp system. Mt. Tom requests that EPA review this submittal to confi 
no NPDES permit modifications are needed for the plant modifications to all 
compliance in accomplishing these important environmental improvements. 

The installation of the Turbosorp system ~ac;ts to the NPDES 
stormwater and process wastewater discharges from the site. The changes in p 
flows are minimal compared to currently permitted discharge volumes and review of 
actual flow rates indicates that no modifications to discharge limits are required. Th 
Mt. Tom is submitting this as supplemental information to EPA in association with the 
renewal application already on file, rather than as a permit_m~dlfi_fation_r~quest. 

The construction of the Turbosorp system will result in the need to redirect a of 
stormwater flows to different existing NPDES permitted discharge outfalls at the Mt. Tom 
Power Facility. There will be no new or-modified outfall structures required and mini I net 
increase in combined stormwater/process wastewater discharges. The changes s ply 
reflect modifications to site drainage patterns required to address the grading n for 
construction of the Turbosorp system, collection and treatment of stormwater that has the 
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potential to come into contact with residuals, and collection and discharge of storm ater 
from roof drains. 

in process wastewater associated with the collection and treatment of stormwater that may 
hi3Ve the potential to come into contact with trace amounts of ash solids and/or lime 
collected on the proposed ash si lo truck loading apron and Turbosorp unit drai s. A 
summary of proposed handling of water from all new drains is provided below. Theca acity 
of the treatment facility itself is believed to be more than adequate to handle the incr ased 
flow and no modification of the treatment system itself is planned. 

The Mt. Tom Station operates under an Individual NPDES permit covering both pr ·cess 
wastewater and stormwater discharges. However, in preparing this submittal, the ewly 
released Multi-sector General Permit (MSGS) permit requirements have also been revi wed 
to assure that the Individual Permit meets the intent of these regulations. No provisio s of 
the new MSGS rules have been identified as being in conflict with requirements o the 
Individual NPDES Permit for the Mt. Tom Station. 

Drain Discharge Summary 
Rainfall data used in the following summaries is based on a 10-year storm of 4.5 inche per 
day and a 90th percentile monthly maximum precipitation of 7.68 inches per month. F0r 
ease of calculating these volumes, the 4.5 inch storm would contribute 2813 gallon per 
1000-square feet of collection area per day. Similarly the 7.68 inches would contdb te a 
monthly average of 160 gallons per 1000-square feet of collection area per day. 

Wash water to be used at the lfurbosorp and ash silo for equipment and general clean p is 
estimated to be a 10 gpm rate for 30 minutes approximately four times per month at each 
location. This constitu tes only 2400 gallons per month added ~he drain discharges rom 
the areas listed below. 

T'urboSorp Unit Drains 

The Turbosorp unit includes a drain for periodic cleanup operation$ and rainfall r 
Because there is the potential for the wash water and rain water to contain ·+-
contaminants, the drain will be piped to the existing sump (adjacent to the existin 

1 
silos) and discharged for treatment in the facility's wastewater treatment plant (W 
which include polymer addition and plate settling equipment with pH neutralization pri r to 
discharge to the Connecticut River via existing Outfall 002. The apron area of the Turb sorp 
is 1400 square feet yielding a maximum daily storm flow of f3938 gallons (see abov' for 
calculations). Wash water would only contribute an average of 40 galfons per day. hese 
flows would be small enough not to require an increase in facility discharge flow li its. 
(Refer to Outfall Modification Summary below.) 

Ash Silo Drains 

A truck loading apron is being constructed to collect all precipitation. Additionally 
water, a safety shower and other minor drains will be collected in the vicinity of the as silo 
loading conveyors. This flow may contain some ash residuals as well as periodic wash 
water from the pug mill. Wastewater from this area will be directed to the existing W 
Stormwater from the apron area is currently discharged via Outfall 004 and will no 
diverted to the WWTP and Outfall 002. The apron area of the Ash Si lo is 3470 squar 
yielding a maximum daily storm flow of 9760 gsJJo...n.s (see above for calculations) . 
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water would only contribute an average of 40 gallons per day. These flows would als be 
small enough not to require an increase in facility discharge flow limits. (Refer to 0 tfall 
Modification Summary below.) 

Lime Silo Drains 

A safety shower will be provided for the Lime Silo area. The safety shower area wi I be 
separately bermed from the Lime Silo. The safety showers will be supplied with po able 
water and will need to be tested on a routine basis to ensure proper operation. Disch rge 
of potable water from this activity can be safely directed to the existing stormwater 0 tfall 
004. 

A truck loading apron will also be constructed to collect all precipitation that falls ont 
lime si lo loading area and may potentially contain some lime residuals. Wastewater rom 
this area will be diverted to the existing WWTP. Stormwater from this area is curr ntly 
discharged via Outfall 004 and will now be diverted to the WWTP and Outfall 002. The 
apron area of the Lime Silo is 1950 square feet yielding a maximum daily storm flo of 
5485 gallons (see above for calculations). (Refer to Outfall Modification Summary bela .) 

Baghouse Roof Drain 

The baghouse roof will have no external vents or other industrial activity that would e a 
potential source of contaminants. Therefore, stormwater from the roof drains will be 
diverted to Outfall 007 whereas it currently drains naturally to Outfall 004, both storm~Jat~r 
drainage outfalls. Based on a roof area of 5,250 square feet, the estimated maxi-rhum 
storm runoff would be 14,766 gallons per day. 

Booster Fan Area Drains 

Stormwater drainage from the Booster Fan area will have a potential for contact with mall 
amounts of oil and grease. Stormwater from this area will be collected and treated f r oil 
and grease removal using a Highland Tank oil-water separator, design information attac ed. 
After treatment the stormwater will be discharged to the currently permitted storm ater 
runoff Outfall 007. This area currently discharges to Outfall 007. Based on a surface rea 
of 2240 sq.ft., the estimated maximum storm runoff would be 6300 gallons per day. 

Form 1 - General Information 
An updated and signed Form 1 is attached. Updated information includes changes t the 
facility Mailing address, name of the permittee, and official providing certification o the 
NPDES Permit Renewal Application with supplemental information. 

Updated information for the Facility Mailing Address is as follows: 

Mt. Tom Generating Company, LLC 
c/o Firstlight Power Resources, LLC 
20 Church Street, 16th Floor 
Hartford, CT 06103 
Attn: John Campbell, Senior Vice President- Asset Operations 

Please note that since the time of the permit renewal application, the permit has een 
transferred to Mt. Tom Generating Company, LLC, as indicated in the atta hed 
documentation. Please also note correction to facility street address. 
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Outfall Modification Summary 
As a summary, the modifications for each of the site outfalls are proposed: 

Outfall 001 Once through cooling water No changes 

Outfall 002 Wastewater treatment system 

Precipitation 
Redirected flow: 

Wash water drain 
additions: 

Mo. 
Daily Max. Avg. Daily Max. Mo. Avg. 

Turbosorp Unit Drains 3938 224 300 40 
Ash Silo Drains 9760 555 300 40 
Lime Silo Drains 5485 312 

Column Totals: 19183 1091 600 80 
Grand total madmum daily addition to DSN002: 19783 
Total increment to peak monthly daily average: 1171 

Compare against max. daily flow limit of 360,000 and monthly average of 216,000 

Outfall 003 Stormwater 

Outfall 004 Stormwater 

Outfall 005 Traveling Screen Wash 

Outfall 006 Reflecting Pool Overflow 

No changes 

Redirect portion of flow from 
Outfall 004 to 002 and 007 

No changes 

No changes 

Outfall 007 Oil Trap Overflow/Highway Runoff Redirect portion of flow 
from Outfall 004 to 007 

Outfall 008 Bottom ash pond 

Outfall 009 Bottom ash pond 

Outfall 010 Fly ash pond 

Outfall 011 Fly ash pond 

No NPDES changes 

No NPDES changes 

No NPDES changes 

No NPDES changes 

(Note: Some flows shown above are redirected stormwater flows to incorp< rate 
treatment at the WWTP for potential contaminants. Net additions of water vo ume 
for entire plan site is made up of wash water for the new Turbosorp areas and s ~fetJy 
shower runoff and would be less that 1000 gallons per month.) 

Specific modifications to information previously provided in the June 10, 1997 NPDES PErmit 
Renewal Application is detailed below. 
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Form 2C 
Form 2C provides information for estimated f lows to the wastewater treatment . A 
small portion of stormwater flows currently discharged via Outfall 004 will be redi 
the wastewater treatment system and Outfall 002. The total increase to Outfall 
estimated at 19,783 gpd max day and 1,171 gpd peak monthly average. These valu 
well below the permitted discharge limits of 360,000 gpd and 216,000 gpd for maxi 
daily and average monthly flow, respectively. No permit modification is requested. 

Form 2F 
Modifications to permittee information as previously addressed only. 

On behalf of Mount Tom Generating Company, we would be happy to discuss any qu 
you may have regarding the proposed modifications. In order to finalize facility desig 
this project, we would appreciate review of this submittal within 30 days to address any 
modifications needed. You can reach me by phone at {413) 875-1314 or by I at 
DSAtkinson@TigheBond.com. 

Very truly yours, 

TIGHE & BOND, INC . 

. -~ ?-: 111£--~-
Doris S. Atkinson, P.E. 
Senior Project Manager 

Enclosures 
Copy: John Campbell (w/encl) 

Jim Merchant (w/ encl) 
Dick Merchant (w/ encl) 
Wally Ebner (w/ encl) 
John Murray (w/out encl) 

J:\HIIH1316\REPORTINPDES Supplemental Submllal Revlsed.doc 
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Please print or type In the unshaded areas 

FORM 

1 &EPA 
U.S. ENVIRONMENTAL PROTECTION AGENCY 

GENERAL INFORMATION 
Consolidated Permlfs Program 

GENERAL (Read the .. General instructions .. before startmg.) 

MADOO 
LABEL ITEMS 

Station 
GENERAl INSTRUCTIONS 

If a preprinted label has been provided, 
designated space. Revlow the information 

I. EPA LD. NUMBER Generating Company, LLC is Incorrect, cross through it and enter the 
appropriate fil~ln area below. Also, if any of 

Ill. FACILITY NAME PLEASE PLACE LABEL IN THIS SPACE 
Is absent (the eres to ths left of the IA"'•'I••n"'•" 
Information that should ~ppear). please 
frlt-ln area(s) below. II the label is 

V. FACILITY MAILING 
ADDRESS 

SPECIFIC QUESTIONS 

A. Is this facility a publicly owned treatment works which 
results In a discharge to waters of the U.S.? (FORM 2A) 

C. Is this a, facility wllich currenlly results In discharges to 
waters of the U.S. other than those described in A or B 
above? (FORM 2Cj 

E. Does or will this facility treat. store, or dispose of 
hazardous wastes? (FORM 3) 

G. Do you or will you inject at this facility any produced water 
or other fluids which are brought to the surface in 
connection with conventional oil or natural gas production, 
inject fluids used for enhanced recovery of oil or natural 
gas, or inject fluids for storage of liquid hydrocarbons? 
(FORM 4) ~,-::--t---::---

Is this facility a proposed stationary source which is one 
of the 28 industrial categories listed In the Instructions and 
wllich will potentially emit 100 tons per year of any air 
pollutant regulated under the Clean Air Act and may affect 1--+--+-----l 
or be located in an attainment area? (FORM 5) 

Services, LLC need not complete Items I, Ill, V, and VI 
musr be completed regardless). Complete all 
has been provided. Refer to the instructJoos 
descriptions and for the legal authorizations 
dala Is collected. 

SPECIFIC QUESTIONS 

B. Does or wlll this facility (either existing 
Include a concentrat>Od animal feeding operation or 
aquatic animal production facility which results in a ~-H-.f---~ 
discharge to waters of the U.S.? 

D. Is this a proposed facility (other than those described in A 
orB above) wllich will result in a discharge to waters of 
the U.S.? (FORM 2D) 1--+-+--l---~ 

F. Do you or will you Inject at this facility industrial or 
municipal effluent below the lowermost stratum 
containing, within one quarter mile of the well bore, 
underground sources of drinking water? (FORM 4) 1---1-1--1----~ 

H. Do you or will you inject at this facility Ouids for special 
processes such as mining of sulfur by the Frasch process, 
solution mining of minerals, In situ combustion of fossil 
fuel, or recovery of geothermal energy? (FORM 4) 

J. Is this facility a proposed stationary source which is 
NOT one of the 28 Industrial categories listed in the 
instructions and which will potentially emit 250 tons per 
year of any air pollutant regulated under the Clean Air Act 1---+-l,...-+---~ 
and affect or be located in an attainment area? 



ectical Generation generated from steam produced by the combustion of fossil fuel. 

EPA Form 3510-1 (8-90) 



B 

[I 

® 

g@'-
r 

@--

II 

r-··· 

I J Fol' Cot'Uifruoll~ 

L ~''"' J!oUJ..li!L 

-

. ~ 

1\ 

,. 

D 

r 

G 



B 

c 

0 

E 

G 

H 

..J 

ISOMETRIC VIEW SURGE BINS 
(I.OOICIHG$0\~ 

2 

J 

3 

IC 

I l i 

·----------­·-------~-~~~~=~==~==~--
~-- - ... 

ISOMETRIC VIEW AIR SLIDES 
(1001(1 ... 0" 5QIJ'nillt5T) 

i3 

c 

D 

F 

I 
G 



Highland Series G 
Oil/Water Separators 

UL-SU-2215 Approved 

Model 
HT or HTC 

Total 
Volume 
Gallons 

Series G Oil/Water Separators 

Total Spill 
Capacity 
Gallons 

Series G Oil/Water Separators feature an integral sand 
compartment to permit sand and grit to settle out of the 
wastewater before entering the oil/water separator. 

Highland Oil/Water Separators are used specifically for 
I he removal of free floating oil. grease. and se«<eable 
oily coated solids from oil/water discharges associated 
with many types of industrial facilities. 

General Arrangement 
Model HTC 
ACT-100-U® 
Single-wall shown 

Inlet/ 
Outlet 

Diameter 

Designed to remove oils with a specific gravity less 
than .95. high performance separators from 15 ppm oil/ 
grease discharge (Model HT) down to 1 D ppm 
discharge (Model HTC) are available. 

All separators are of the highest quality -
constructed to American Petroleum Institute (API), 
Underwriters Laboratories (UL). and Steel Tank Institute 
(STI) ACT ·1 OQ-U® or STI-P:l® specifications. 

Length 

Patents and approvals: 
U.S Paten/14, 722, BOO 
Canadian Patent/1.296,263 
City of New York, Board of Standards 
Under Calendar Number 1215-88-SA 
Massachusetts Board of State 
ana Gas Fitters Approval Code 
Passed DIN Parts 4 & 5; DIN 38-409 
Testing and Analysis 

Gra'fltj1 

dischar~e 
opllon 
shcro~ 

OUTLET 

Outlei only 
through head 
Dl vtsSel 



Recommended Guideline Specifications 
Senes G Combtnation Sand and Ott/Water Separator 

1Vtde and tnstall ___ Highland Tank Underground Model 
. c. __ Series· G UL·SU·2215 Listed. Double· wall 

T }'!Je I, Parallel Comugated Plate. Gravity DiSplacement. 
Combinaoon sand and Oil/Water Separator Seoarator{s} shall 
oe furnished with oil level ala(11 and leak detection systems. 
combtnatton Sand and OiliWater Separator shall be __ _ 
diameter x ___ long, having a wtal volume of _ _ 
galloi\S A Separator of smaller volume is not permissible. 

Application 
The separator shall be designed lor gravity separatlon of sand. 
grit. settleable solids. or semisoftdS and free 011s {hydrocarbons 
and other petroleum products) along with some settleable solids 
from wastewater. The source of the tnfluent to the separator 
shall be gravity flow 1rom stormwater runoff, hydrocarbon spills, 
and/or cleaning/ma1nlenarce operations. 

Perfonnance 
The separator shall be fisted to Underwri:er's Laboratones UL. 
SU·2215 Provide certification documentallon showing criteria 
under which the sys<em was tested The separator shall also be 
evaluated and tested m acc01dance w~h DIN 1999. CertificatiOn 
lor DIN 1999 shall also be provided, 

Jnffuent Charactcrist ics 
The separator shall be designed lor intermittent and variable 
!lows ol water, oil, or any combinaiion ot non·emulsified oiV 
waw mixtures rang'ng from zero to ___ the unit's rated 
GPM now Operating tem~ratures ollhe lnlluant oil in water 
mixture shall range tom 40"F to 120• F. The Sjleclfic gravity of 
the oils at opS~ating lemperatures shall range lrom 0.68 to 
0.95. The specific gravity of U\e lresh water al O~XJraling 
temperatures shall range from 1.00 10 1.03 

:uent ChaJactenstics 
1 he iree oil and grease concentration in the effluent from the 
separator shall not exceed 1 0 mg~ {1 0 ppm) To achieve this 
goal, H will be necessary to remove all lree oil drople".s equal 1o 
arv.1 greater than 20 microns 

Design Criteria 
Construction and performance certification of lhe separator shalt 
be in stnct accordance with Underwrller's Laboratories SubJect 
2215. Separai<X shall bea; the UL ·SU·2215 label. 

Separator shall be cfesigned tn accordance with Stokes Law and 
Ule American Petrol-eum lnstliuie P\Jbficatton 421. 'Monographs 
on Refinery Environmental Control Management ol Water 
Discharges; Design and Operation of OiiiWateT Separators: 

OiVWater separatOf consiruction shall comply with requirements 
ot National Fire Protection assoc~tiort NFPA 30 Flammable and 
Combustible Uquids Code, 1996 Edition. 

Separator shall be cylindrical, hortzontal, atmospheric·ty~XJ steel 
vessel intended for the separatton and storage or flammable and 
combustible liquids. Separator capacities. dimensions. 
construction, and thickness shall be in strict accmlance WI~~ 
Undenvrlters Laboratories Subject UL ·58 Standard lor Salety, 
Steel Underground Tanks for Flammable and Combustible 
Liquid. Type I Ooubfe·wall conSlruction with 360" steel 
secondary containment The 1nner steel tank shall be completely 
contained within the outer steel tank, enclosing 1 00% of the 
tank's volume. The UL·58 Type I coi\Strueted tank must have a 
double steel shell with a space bet11een the layers The SIJ3Ce 

between the inner and outer steel walls shall be monitored lor 
leaks Wlltt an approved electronic leak detectton devtee. 

The sepalllltOI snail have lhe swctural strength to withstand 
static and dynarruc hydraulic loading while empty and dunng 
operaung conditions 

Separator CorroSioo Contnol System shall De in stnct accordance 
Y~th ACT -lOO·U"' specifications as applied by a ncensee oJ the 
Steel Tank Institute {STI). Manufacturer must be a licensee ot 
STI. No assigning or subcontracling ol STI Iicenslng sha~ be 
permitted. 

Separator shall be the standard product of a steel tank 
manulacturer regularty engaged In the production of wch 
equipment. having at least 5 years experience In manufacturing 
similar uni'.s for iden~cal applications. 

Separator shall be fabricated, lns~cted. and tested lor leakage 
before sr,ipment irom the factory by manufacturer as a 
completely assembled vessel (eady for installation 

Separator shall have an oil storage capacity equal to about 43% 
of the total vessel volume and an emergency oil spill capaCity 
equal to 80% of the tOtal vessel volume. 

General Description 
Separator shall be a standard prepackaged. pre·englneered 
ready to irrostaO unit conSisting of: 

An tnfluent connectmn ___ inch. ftanged. 

M internal influent nozzle at the Inlet end ollhe separator. 
located at the lurihest diagonal poim 1rom ihe etftueni discharge 
opening. 

A velodty head <iffusion tlatlle at ~~e inlet efld that: 
• Reduces horizonial velocity and ftow turbulence 
• Distributes the flow evenly over the separator's 

cross sectioflill area. 
• Directs the flow In a serpen~ne path to enhance 

hydra uhc characteristics and hJtly u!Jiize entire 
separator volume. 

• Completely isolates all Inlet turbulence lrom the 
separation chamber 

A sedrment chamber to disperse llow and collect oily 
solidS afld sedments. 

A sluc!ge baijle to retain setlleable solids and sediment to 
prevent them from entering the separation chamber. 

An Oli/Waler Separation Chamber containing an inclined plate 
coalescer w~h removable. corrugated. protected places, sloped 
toward lhe sediment chamber that: 

• Shortens the vertical distance an oil globule has to 
rise 1cr effeclive removal. 

• Enhances coalescence by generating a slrght 
sinusoidal (wave like} now pa"ern causing smaller. 
slow rising. oil globules to coalesce toge\her on t11e 
undersides ol the plares forming larger, raPidly nsrng 
sheets of oil 

• Directs the paths of the separated oil io the suriace 
of I he separator. 

A sec:iorbed removable "PETRO·SCREEN'"" polypropylene 
lmprngement coalescer designed to lntercepl oil globules ot 
20 microns in diameter and larger 

Please visit us at www.hlghlandtank.com. 

An intemal elfiuent downcomer a: tile outlet end 
separator. to allow lor discharge from the bottom 
separruion chamber o~ . 

M effluent pump comection _ _ rnch, 

Fittings for vent. Interrace/level sei\Sor, teak 
oil pump.out. sampling, and gauge. 

Two (2) __ diameter manhOles, UL 
with __ extension, cover, gasket. and 
shall be placed between the uansier pipe and 
corrugated plate coalescer to facilitate access I 
chamber for solids removal !rom above. One 
placed between the parallel corrugated plate 
outlet to facilitate access into the oil/water 
for coalescer maintenance/removal and oil 

Identification plates: Plates to be allixed in 
and be durable and legtble throughout eqUipment 

Corrosion Protection System consisting ol· 
• lsola!ion spool pieces 
• Dielectric isolati~n gaskets and bushillgs 
• External surfaces commercial blast. coated 

OFT polyurethane coating (ATC·1 OO·ue) 
• 30·year Limned Warranty 

Internal surfaces commercial blast. coated 1 0 
polyurethane. 

Accessories and Options 
An audible and visual oil level and teak detectiOn 
with silence control. 

Dielectric hold down straps with turnbuckles. 

Consult Highland Tank for: 
• 'EZ·Access' Option· Separator furnished ...,;th 

rec1angular accessway with removable 
allow for total, uncoofined, unrestficied, 
recommended top access for observation 
malntenance 

• Special coatings ~nierior or exterior) 
• Integral sand, oil or effluent compartments 
• Level controls and automabc pump·out 
• Heating systems, electric of steam 
• Internal ladders 
• Storage tanl\s and accessones 
• STI·P3" corrosion protection system 

One Highland Road 
Stoystown. PA 15563 
814-893-5701 

99 West Elizabethtown Road 
Manheim. PA 17545 
717-664-0600 

958191h Street 
Watervliet, NY 12189 
518·273-0801 

2700 Patterson Street 
Greensboro. NC 27 407 
336-218-0801 

2225 Chestnut Street 
Lebanon, PA 17042 
717-664-0602 

1510 Stoystown 
Friedens, PA 
814-443-6800 
FAX 444-8662 FAX 893-5126 FAX 664-0617 FAX 273-1365 FAX 218-1292 FAX 664-0631 



Cylindrical 
Oil/Water Separators 

Available with a UL-SU2215 Construction & Performance Label 

Cylindrical Design 

Highland Oil/Water Separators are used specifically 
for the removal of free floating oil, grease, and 
settleable oay coated solids from oilt\vater discharges 
associated with many types of petroleum, industrial, 
commeroal. military, and municipal facilities. 

Highland's separators help these facilities comply 
with the EPA's regulations for the proper treatment 
and discharge of contaminated storm water runoff. 
They also help these facilities satisfy their SPCC 
requirements for spill control and secondary 
containment. 

Designed to remove oils with a specific gravity less 
than .95, high performance separators from 15 ppm 
oillgrease discharge (Model HT) down to 10 ppm 
discharge (Model HTC) are available. 

All Highland separators are equipped with Corella• 
inclined parallel plate coalescers that combines 
the features of both a flat plate ooalescer and a 
corrugated plate coalescer into a new 'self-cleaning' 
design that performs better than traditional plate 
separators. 

I 

Hi Ohland 

Utilizing Highland's EZAccess man'l"ays, inspec­
tion of the Corella• is easy, without a dangerous 
confined space entry. 

Highland separators are of the high . st quality ­
constructed to American Petroleum nstitute (API) 
and Underwriters Laboratories Inc. UL) 
specifications. 

Highland oil/wate; separators come lin a variety of 
designs and are available in single- ailed or 
double-walled construction for abov round or 
underground Installation. 



How It Works ••• 

UL-SU2215 Listed Model HTC Oil/Water Separator with EZ-Access Option shown 

Highland's Patented Design 

Highland patented oil/water separators are 

stationary wastewater treatment vessels, filled 

with water. They contain specially designed 

Internal baffles and coalescers to accelerate the 

separation process. The vessel is designed for 

unconfined access from above for inspection 

and maintenance. 

Inlet flow is directed against the velocity head 

diffusion baffle to reduce flow turbulence and to 

distribute the flow evenly over the separator's 

cross sectional area. In the sediment chamber, 

heavy solids settle out and concentrated oil rises 

to the surtace. 

The oily water then passes through the Corella0 

Coalescer, an Inclined arrangement of stacked 

parallel flat and corrugated plates. 

The corrugated underside of the Corella® plates 

causes the oil to coalesce into sheets. The oil 

globules then rise to the surface of the separation 

chamber, where the separated oil accumulates. 

Any remaining solids sink to the top of the plates 

and slide off of the plates to the solids collection 

area. The effluent flows downward to the outlet 

and is discharged by gravity displacement. 

To intercept droplets of oil too minute to 

be removed by the parallel flat/corrugated 

plates, we use a Petro-Screen polypropylene 

impingement coalescer (an encased bundle of 

layered oil-attracting fibers). Large EZ-Access 

chambers allow for total, unconfined, unrestricted 

access from above to lhe removable Corella11 

and PetrcrScreen coalescers for safe visual 

inspection, cleaning, and maintenance. 

for the interstitial space. 

Patents and approvals: 

Underwriters Laboratories, Inc. 

U.S. Patent Numbers: 

4,722,800, 5,520,825 & V,V,Iv, Lo<(1 

Appeals Under Calendar 

Massachusetts Board of State 

Plumber and Gas Fitters 

Approval Code P1-0594-25 

Evaluated to DIN Parts 4 & 5; 

of 



OIL WATER 
INTERFACE 

OIJTLET 
DOWNCOMER 

.. 

HighGuard Protection System 

Highland's High Guard protection systems combines 
the structural strength of steel separator construc­
tion and the lasting protection of a polyurethane 
coating to produce a high-quality oil/water separator 
second to none! 

The HighGuard protective coating is a solvent-free, 
tar-free, two component polyurethane coating 
system that will provide permanent and effective 
corrosion protection for the effective life of the 
separator. The very short reaction time of the 
HighGuard coating allows it to be spray applied 
with special plural component equipment that 
ensures an even application over the entire 
surface of the separator. 

HighGuard's 75 mil coating is extremely resistant 
to surface damage due to impact or abrasion that 
may occur during transportation and Installation. 
All HighGuard separators are commercially grit­
blasted with steel gnt to thoroughly clean and pre­
pare the exterior surfaces for coating. This process 
leaves the separator with a rough-to-the-touch feel, 
dry and free from any dus~ oil, and grease. This 
surface preparation provides for superior adhesion 
that minimizes the effects of hot and cold 
temperatures. 

... 



General Arrangement 
Model HTC HighGuard, 
Single-walled 
Oil/Water Separator with 
3ravity Discharge shown 

Flanged Manway & Cover wtlh Gauge Port 

Flanged 
Inlet Pipe 

v 2' Oia. l:ertace & Level Sensor Pipe 

Flanged 
Outlet Pipe 

- - ------LENGTH ----------ol 
Design Options 
Separator installations vary greatly with each location. Highland custom fabricates oil/ 
water separators to satisfy your specific needs. The following information illustrates 
some of the Influent and effluent/product handling options available. 

Series G Seri&s J 
Series G o/1/wet&r separators feature an integral sand Interceptor compartment to perm// send 
and gravel to settle out before the wastewater enters the oil/water separator. 

Series J oil/wafer separators have an Integral effluent pump-out cham r with level 
controls. The pumped effluent can be routed through Highland's Advan Fillration 
System to further reduce the oil content. 

INTlET 

Model 
HTorHTC 

350 
550 

1 000 
2,000 
3 000 
4,000 
5 000 
61000 
7,000 

-

8 000 
9,000 

10 000 
12,000 
15 000 
20 000 
25,000 
30 000 
40,000 
50,000 
60,000 

n - 0 

Flow Rate 
Recommended 
Oil Pump Out 

GaVMin 

35 
55 

100 
200 
300 
400 
500 
600 
700 
800 
900 

1000 
1,200 
1,500 
2,000 
2,500 
3,000 
4,000 
5,000 
" o,OOO 

Gallons 

70 
110 
200 

- 400 
600 
aoo 

1,000 
1,200 
1,400 
1,600 
1,800 
2000 
2,400 
3 000 
4,000 
5,000 
6,000 
8,000 

10,000 
12,000 

- 0 

Total 
Volume 
Gallons 

350 
550 

1,000 
2,000 
3,000 
4,000 
5,000 
6,000 
7,000 
8,000 
9,000 

10000 
12,000 
15,000 
20,000 
25000 
30,000 
40,000 
50,000 
60,000 

0\ITI.ET 

Inlet/ 
Outlet 

Diameter 

4' 
4' 
6' 
6' 
a· 
a· 
a· 

10' 
10' 
10' 
12' 
12' 
12' 
14' 
16' 
1a' 
20' 
24' 
24' . 24 

INI.ET 

0 

Diameter 

3'-6' 
3'-6' 
4'-0' 
5'-4' 
5'-4' 
5'-4' 
6'-0' 
6'.()' 
r.o· 
r.o· 
8'.()' 

8'.()' 

8'-0' 
10'.()' 
10'-6' 
10'-6' 
10'-6' 
12'.()' 
12' .()' 
13'.() 

Plate spacing and orientation may vary depending on site conditions . .. Contact Highland Tank for sizing information. 

Dimensions 
HT or HTC Series G 

Length 

6'.()' 
7'-9' 

10'-9' 
12'.()' 
1a'.()' 
24'.()' 

23'-10' 
2a'-8' 
24'-4' 
28'.()' 
24'.()' 
26'-8' 
32'-0' 
25'-6' 
31'-0' 
38'-9' 
46'-6' 
47'-3' 
59'-6' 

' ' 60-6 

length 

9'-9' 
10'-9" 
14'-0" 
15'-0' 
21'-4' 
2a'-8' 
28'--8' 
34'.()' 

' 2a'-8 
33'-6' 
2a·..a· 
32' .()' 
38'-9' 
32'-8' 
38'-9' 
46'-6' 
56'-2' 
56'-9' .. 

... 

I 

0\/TlET 
END 

Series J 

Pllmp 
Conlrob 
end Rails 

Ellklent 
Oioclwge 
Pump 

Length 

9'·0' 
10'-9' 
14'-0' 
15'-3' 
21'-4' 
28'-a' 
28'--8' 
34'.()' . 28-8' 

28'-8' 
32'.()' 
38'-9' 
32' --8" 
38'-9" 
46'-6' 
56'-2' 
56'-9' ... 

~ 

PIIIIISII Visit us 11t www.upllrlltorsonllnii.CDm • www.hlghlllndtllnk.com • Em11il us 11t WIISIIIWI/tert/hlghlllndtllnk.com 

One Highland Road 
Stoystown, PA 15563 
814-893-5701 
FAX 893-6126 

4535 Elizabethtown Road 
Manheim, PA 17545 
717-664-0600 
FAX 664-0617 

958 19th Street 
Watervliet, NY 12189 
518·273-0801 
FAX 273-1365 

2225 Chestnut Street 
Lebanon, PA 17042 
717-664-0602 
FAX 664-0631 

2700 Patterson Street 
Greensboro, NC 27 407 
336-218-0801 
FAX 218-1292 

1510 St~ystown Road 

FriedenlPA '1:5541 
814-443 800 
FAX44 -8662 

OHiojl\llllldT k· HT-2040·5/0ll 



How It Works ... 

"q•L.C'· 
ViA TEA(;: 

.SOliDS • 

. -. 

OIL WATER 
INIERFl\CE 

OUTl.ET 
OOWI<COIABR---....... 

. o•. A'".· .. ·~ ·. ~-. 0~ .~:~~:___ ~ ·. ·.·~ • .. ~:.~ .A•. :.:, ·.·.·~ ·. ~ ·. 6~ .. CI~- · A:'".".•J? ... '1 ·.a~ .D • .::::, ·.·.· ~ ·.~· ... ~ .G:_. A '". ·. ·:;' ·. ~:.": .o ·. A '" .. ·. · z:' ·.~· . ...,""! ...o • 

• Opllonal equipmenl ilvaifable from 1-hghland Tank •• Installer supplied ~qufpment 

Highland's Patented Design 

Highland patented oil/water separators are 

stationary wastewater treatment vessels, filled 

with water. They contain specially designed 

internal baffles and coalescers to accelerate the 

separation process. The vessel is designed for 

unconfined access from above for inspection 

and maintenance. 

Inlet flow is directed against the velocity head dif­

fusion baffle to reduce flow turbulence and to dis­

tribute the flow evenly over the separator's cross 

sectional area. In the sediment chamber, heavy 

solids settle out and concentrated oil rises to the 

surface. The oily water then passes through the 

Corellaf>Coalescer, an inclined arrangement of 

stacked parallel flat and corrugated plates. 

The corrugated underside of the Corellafl plates 

Any remaining solids sink to the top of the plates 

and slide off of the plates to the solids collection 

area. The effluent flows downward to the outlet 

and is discharged by gravity displacement. 

To intercept droplets of oil too minute to 

be removed by the parallel flaUcorrugated 

chambers allow for total, unconfined, unrestricted 

access from above to the removable Corella@ 

and Petro-Screen coalescers for safe visual 

inspection, cleaning, and maintenance. 

Electronic oil level controls sound an alarm at 

high oil levels so that waste oil can be removed 

from the separator. Double-walled separators are 

causes the oil to coalesce into sheets. The oil plates, we use a Petro-Screen polypropylene monitored with electronic leak detection systems 

globules then rise to the surface of the separa- impingement coalescer (an encased bundle of for the interstitial space. 

tion chamber, where the separated oil layered oil-attracting fibers). Large EZ-Access 

accumulates. 



The separator shall be listed to Underwriter's Laboratories U L-SU2215. Construction and 
performance of the oil/water separators must be in accordance with UL-SU2215. Provide _I 
certification documentation detailing criteria under which the system was tested. UL-SU2115 
label shall be prominently displayed on manway covers. 

I 

Separator shall be designed in accordance with Stokes Law and the American Petroleum 
Institute Publication 421 , "Monographs on Refinery Environmental Control - Management of 
Water Discharges; Design and Operation of Oil/Water Separators." Effective surface area 
calculations, signed and stamped by a Registered Professional Engineer shall be submitted to 
document specified effluent quality based on complete removal of the specified oil globule at 
design flow. A separator with lower effective surface area than required is not permissibleJ 

Separator capacities, dimensions, construction, and thickness shall be In strict accordancj with 
Underwriters Laboratories, Subject UL-58 Standard for Safety, Steel Underground Tanks fbr 
Flammable and Combustible Liquids, September 30, 1997, Single Wall construction. I 
Separator Corrosion Control System shall be in strict accordance with Underwriters 
Laboratories Inc. Subject UL-1746 Standard for External Corrosion Protection Systems for Steel 
Underground Storage Tanks and HighGuard® External Corrosion Protection Specifications. 

Oil/water separator shall comply with National Fire Protection Association NFPA 30 Flammable 
and Combustible Liquids Code, 2003 Edition. 

Separator vessel volume shall allow for a hydraulic retention time of ten (1 0) minutes to enlsure 
laminar flow conditions which result in hydraulic uniformity and high effluent quality. Volume 
reduction will adversely affect separator performance by increasing horizontal velocity and 
turbulence, therefore a separator of smaller volume is not permissible. 

Separator shall be the standard patented product of a steel tank manufacturer regularly 
engaged in the production of such equipment. Manufacturer shall have at least 20 years 
experience in manufacturing similar units for identical applications. No subcontracting of t~nk 
fabrication shall be permitted. 

Separator shall be fabricated, inspected, and tested for leakage before shipment from the 
factory by manufacturer as a completely assembled vessel ready !or installation. 

Separator shall be cylindrical, horizontal, atmospheric-type steel vessel intended for the 
separation and storage of flammable and combustible liquids. The separator shall have the 
structural strength to withstand static and dynamic hydraulic loading while empty and during 
operating conditions. The oil/water separator's dimensions and thickness shall be in strict 
compliance with Roark's Formulas for Stress and Strain as presented in UL 58, September 30, 
1997. Calculations, signed and stamped by a Registered Professional Engineer shall be 
submitted to document structural strength under specified overbearing or external pressur . A 
separator with a reduced shell thickness is not permissible. 

Separator shall have an oil storage capacity equal to about 43% of the total vessel volume and 
an emergency oil spill capacity equal to 80% of the total vessel volume. 



The separator shall be listed to Underwriter's Laboratories UL-SU2215. Construction and 
performance of the oil/water separators must be in accordance with UL-SU2215. Provide 
certification documentation detailing criteria under which the system was tested. UL-SU2 15 
label shall be prominently displayed on manway covers. 

Separator shall be designed in accordance with Stokes Law and the American Petroleum 
Institute Publication 421, "Monographs on Refinery Environmental Control - Management f 
Water Discharges; Design and Operation of Oil/Water Separators." Effective surface area 
calculations, signed and stamped by a Registered Professional Engineer shall be submitte to 
document specified effluent quality based on complete removal of the specified oil globule at 
design flow. A separator with lower effective surface area than required is not permissible 

Separator capacities, dimensions, construction, and thickness shall be in strict accordanc with 
Underwriters Laboratories, Subject UL-58 Standard for Safety, Steel Underground Tanks f r 
Flammable and Combustible Liquids, September 30, 1997, Single Wall construction. 

Separator Corrosion Control System shall be in strict accordance with Underwriters 
laboratories Inc. Subject UL-1746 Standard for External Corrosion Protection Systems fo Steel 
Underground Storage Tanks and HighGuard® External Corrosion Protection Specification . 

Oil/water separator shall comply with National Fire Protection Association NFPA 30 Flammable 
and Combustible Liquids Code, 2003 Edition. I 

Separator vessel volume shall allow for a hydraulic retention time of ten (1 0) minutes to en
1
sure 

laminar flow conditions which result in hydraulic uniformity and high effluent quality. Volume 
reduction will adversely affect separator performance by increasing horizontal velocity and 
turbulence, therefore a separator of smaller volume is not permissible. 

Separator shall be the standard patented product of a steel tank manufacturer regularly 
engaged in the production of such equipment. Manufacturer shall have at least 20 years 
experience in manufacturing similar units for identical applications. No subcontracting oft nk 
fabrication shall be permitted. 

Separator shall be fabricated, inspected, and tested for leakage before shipment f rom the 
factory by manufacturer as a completely assembled vessel ready for installation. 

Separator shall be cylindrical, horizontal, atmospheric-type steel vessel intended for the 
separation and storage of flammable and combustible liquids. The separator shall have th 
structural strength to withstand static and dynamic hydraulic loading while empty and duri g 
operating conditions. The oil/water separator's dimensions and thickness shall be in strict 
compliance with Roark's Formulas for Stress and Strain as presented in UL 58, Septembe 30, 
1997. Calculations, signed and stamped by a Registered Professional Engineer shall be 
submitted to document structural strength under specified overbearing or external pressur . A 
separator with a reduced shell thickness is not permissible. 

Separator shall have an oil storage capacity equal to about 43% of the total vessel volume and 
an emergency oil spill capacity equal to 80% of the total vessel volume. 



To prevent extensive shutdown and maintenance, the separator's coalescer design must a low 
solids to fall unhindered by turbulence, and oil droplets to rise without risk of re-emulsifying due 
to collisions with interfering solids. The use of plastic perforated tubes, spherical balls, or 
irregular shaped media will increase the facility's maintenance costs and shall not be perm tted. 

Separator shall consist of inlet and outlet connections, non-clogging flow distributor and en rgy 
dissipater device, stationary under flow baffle, presettling chamber for solids, sludge baffle, oil 
coalescing chamber with removable parallel flat/corrugated plate coalescer, with removabl 
plates, and sectionalized removable polypropylene impingement coalescers to optimize 
separation of free oil from water, effluent downcomer positioned to prevent discharge of fr e oil 
that has been separated from the water, access ways for coalescers and each chamber, fi ings 
for vent, oil pump-out, sampling, gauging, and lifting lugs. 

Description 

Separator shall be standard prefabricated inclined parallel flat/corrugated plate, gravity 
displacement type unit. 

Separator shall be cylindrical with capacities, dimensions, construction, and thickness in st ict 
accordance with Underwriters Laboratories Subject 58, Single Wall construction using flat­
flanged heads. Separator shall comply with National Fire Protection Association NFPA 30 
Flammable and Combustible Liquids Code, 2003 Edition. 

The separator shall be a pre-packaged, pre-engineered, ready to install unit consisting of: 

A 4" flanged inlet connection at the inlet end of the separator. Inlet nozzle discharge is loca ed 
at the furthest diagonal point from the effluent discharge opening. 

A velocity head diffusion baffle at the inlet to: 

Reduce horizontal velocity and flow turbulence, 
Distribute the flow equally over the separators cross sectional area, 
Direct the flow in a serpentine path in order to enhance hydraulic characteristics and fully u ilize 
all separator volume, and 
Completely isolate all inlet turbulence from the separation chamber. 

A sediment chamber to disperse flow and collect oily solids and sediments. 

A sludge baffle to retain settleable solids and sediment and prevent them from entering the 
separation chamber. 

An Oil/Water Separation Chamber containing a removable Corella™ inclined parallel 
nat/corrugated plate coalescer. The coalescer shall have individual removable plates, slop d 
towards the sediment chamber. Each coalescing plate shall be flat on the top and corruga 1ed 
on the bottom. The flat top plate shall resist clogging and clotting with solids. The corruga~ions 
of each of the plate bottoms shall be shaped and positioned to enhance collisions between lthe 
rising oil droplets and coalescence between them thereby improving separator efficiency. he 
coalescer shall: 

Effect separation of oil and solids from all strata of the wastewater stream. 



Shorten the vertical distance that an oil globule or solid particle has to raise or sink, respe tively, 
for effective removal. The minimum plate gap shall be 3/4". 
Enhance coalescence and agglomeration by causing the smaller globules and particles (t ose 
possessing smaller rising/settling rates) to coalesce and collect on the plates thereby form ng 
larger globules and particles that separate rapidly in water. 
Direct the flow paths of the separated oil to the surface of the separator and separated sol ds to 
the bottom of the separator. 
Allow solids to fall unhindered by turbulence, and oil droplets to rise without risk of re­
emulsifying due to collisions with interfering solids. 

The Oil/Water Separation Chamber shall also contain a sectionalized removable "Petro- I 
Screen TM" polypropylene impingement coalescer designed to intercept oil globules of lessjthan 
20 microns in diameter. Heavy, one-piece impingement coalescers are not permissible. 

An internal effluent downcomer at the outlet end of the separator, to allow for discharge fr m the 
bottom of the separation chamber only. 

A 4" flanged effluent connection at the outlet end of the separator. 

Fittings for vent, interface/level sensor, and waste oil pump-out, sampling, and gauge. 

Two (2) diameter manholes, UL approved, complete with extension, cove , 
gasket, and bolts. One manway shall be placed between the inlet and the parallel 
flat/corrugated plate coalescer to facilitate access into sediment chamber for solids remov I. 
One manway shall be placed between the parallel flat/corrugated plate coalescer and outlet to 
facilitate access into the oil/water separation chamber for oil removal. 

Lifting lugs installed at balancing points for handling and installation. 

Identification plates: Plates to be affixed in prominent location and be durable and legible 
throughout equipment life. 

HighGuard Corrosion Protection System consisting of: 

Isolation Spool Pieces 
Dielectric Isolation Gaskets and Bushings 
External surfaces commercial grit-blasted, coated 75 mils OFT Self-Reinforcing Polyurethane. 

Internal surfaces commercial grit blast and coated with 10 mils OFT heavy duty Polyurethane. 

Accessories 

Separator shall be supplied with an audible and visual alarm system that indicates hi oil le el 
(visual only) and hi-hi oil level (audible and visual) of oil storage in the oil/water separator Will be 
provided. A silence control shall be provided for the audible alarms. Level sensor(s) to be 
intrinsically safe. Level sensor floats to be made of stainless steel. The control panel shall be 
NEMA 4. Power to the control panel is to be [ )volt, [ ] phase. 

Separator shall be supplied with Polyester Hold-down straps. 



Separator shall be supplied with prefabricated Concrete Deadman Anchors. 

Separator shall be supplied with cylindrical and/or rectangular steel Grade Level Manways 
designed to AASHTO H20 requirements. 

Quality Assurance 

Submittals: 

Shop Drawings: shop drawings for oil water separators shall show principal dimensions and 
location of all fittings. 
Instructions: provide three complete sets of installation, operation, and maintenance 
instructions with separator. 
Quality Control: Quality control, inspection procedures, and reports shall be considered pa of 
the submittal package. 
There shall be a limit to the number of submittals for the specified separator. If the separa or is 
not "Approved" or "Approved as Noted" on the second submittal for approval, the engineer 
reserves the right to refuse further submittals from the same manufacturer and may require the 
contractor to submit for approval a different manufacturer's product. 

Warranty: 

The manufacturer shall warrant its products to be free from defects in material and workm nship 
for a period of one year from the date of shipment. The warranty shall be limited to repair r 
replacement of the defective part(s ). 
Highland Tank HighGuard warranty shall be standard limited warranty in effect at time of 
purchase. 

Approved Manufacturers 

Highland Tank and Mfg. Co., One Highland Road, Box 338, Stoystown, PA 15563 
Phone {814) 893-5701 , Facsimile (814)-893-6126, 
E-Mail ows. info@highlandtank.com, 
Highland Tank shall manufacture the Oil/Water Separator. 
http://www. highlandtank.com 
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FORM u .s. -~NV_IRONMENT~!:~f!O_TECTION ~~-II:NCY · ·- ,. . ~-2 C n EPA APPLICATION FoR PERMIT To o1scHARGE wASTEWATER ':· . 1·: .... ~-~ .• ·:.. 0 .-:.4.0~ 
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I. OUTFALL LOCATION 

.,reach outfall, list the latitude and longitude of its location to the nearest 15 seconds and the name of the·~~~· ""ll water. -. J• ":· ···~~.-o:o-,(.;.O:loy~-'·J~ 
N°u~i£tkL B LATITUDE C. LONGITUDE 

D . RECEIVING WATII!:R • .~·~ :_? j;::..: 2" ·. • I _ .. \ ·~ .. ·:·~~ 
I. OCG, .. ..... ._ • · sec . •- o.:G. z. MIN, • · sec. 

002 42 16 42 72 36 09 r.onnec-tic-ut River 

I I 

I 
I 
I 
I 

~. :~=~·~.~·.~:!,~; ;,~~~·;~";,.':,o,:".,"~~:~~~~ '"""'· ~.'.::!~.-
and treatment units labeled to correspond to the more detailed descriptions in Item 8. ConstruC1 a water balance on the lin~" !if;~~ by showing average 

0 
flows between Intakes, operations, treatment units, andooutfalls. If a water balance cannot be determined (tJ.g., for c11rtain .ctivltles}, provide 1 °~ 
pictorial description of the nature and amount of any sources of water end any colleC1ion or treatment measures. · 0 0: 

8 . For each outfall, provide a v• , .,.. .. v _ -~f: _(1 I All ope~_tions:~~~~~~~~ngyv..,,..,..,.,,.,, to the effluent, including proce.ss sanitary wastewater, . 
cooling water, and storm water runoff; (2) The average flow contributed each operation; and (3) The tn!atment n!ceived by die wostewater. Continu_e..i 
on additional sheets if necessary. . - 1 o .:~;;.0·-:~.!=-- :.:.~,.:o_::.;;:;.K, 

I , OUT· 2 . OPERATIO NIS) CONTRIBUTING FLOW 3. TREATMENT -
""'ih~fo 1. OPERATION (//It} 

b . AVERAGE FLOW 
(lnclu de unit.} a. DESCRIPTION 

jb. LIST CODES FROM 
TABLE 2C·I , , , 0 : 

002 Groundwater Recovery O.Sgpm ~eration 3 tE_ 

Cbil/Water Separation 
Sedimentation 1 p 
~ultimedia Filtration 

I 
1 Q 

I 
I I 

I I 
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